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COMRIE DEVELOPMENT TRUST!
CULTYBRAGGAN CAMP!
ELECTRICITY SERVICES PLAN (UPGRADED)!
DRAWING No. CDT/CULTY/ELEC 001!
SCALE 1:1250 AT A1!
STATUS OF DRAWING: AS BUILT RECORD FEB 15

COMRIE DEVELOPMENT TRUST!
BOUNDARY

U/G 11KV ELEC CABLE
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SEWER OUTFALL TO SEWAGE TREATMENT WORKS
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SITE BOUNDARY

ORIGINAL ELECTRICITY U/G

PLEASE NOTE: ORIGINAL SERVICES INFORMATION  INCLUDING MANHOLE COVER LEVELS 
AND INVERT LEVELS HAS BEEN TAKEN FROM A SURVEY DRAWING  ML/5 PREPARED FOR 
THE MOD BY MASON SURVEYS DATED 1.12.1995 AND MAY NOT BE ACCURATE OR FULLY 
REFLECT THE CURRENT SITUATION.

NEW EXTERNAL ELECTRICITY !
MAIN DISTRIBUTION

FP1

FP2

Feeder Pillar No 1
Feeder Pillar No 2

Notes:     Incoming S & S meter within Hut 105!
               Electrical supply to Building 109 is existing !
               and fed from Building 10

Biodisc Unit

Sewage!
Pump

2 changing cabins!
32mm water from!
hut 26/27 feed with!
25mm T's to cabins.

district heat duct crossing!
and 150 & 100 spare duct crossing

Spare Ducts beneath road

Elec junction box

1 x 240mm 4 core!
XPLE/SWA cable & !
120mm CPC to!
feeder pillar FP1

35mm 4 core & 35mm CPC

35mm 3 core SWA

35mm 3 core SWA

12 x 25mm 3 core!
XPLE/SWA cable

1 x 120mm 4 core!
XPLE/SWA cable!
and 70mm CPC

6mm 4 core !
XPLE/SWA cable

2 x 35mm 3 core!
XPLE/SWA cable


